
3" DIA. PVC PIPE

CONCRETE CURB

CONCRETE GUTTER
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GUTTER FLOW LINE

GALVANIZED WIRE MESH

(AS NEEDED)

DETAIL

NOT TO SCALE

NOTES:

1.  TYPE, DIMENSIONS AND ELEVATIONS OF SIDEWALK, CURB AND GUTTER PER PLATE NOS. 8-2 AND 8-3.

2. FOR NEW SIDEWALK PANELS, INSTALL GALVANIZED WIRE MESH OVER PVC PIPE. WIRE MESH SHALL

EXTEND 8" BEYOND THE EDGE OF PVC PIPE.

CITY OF THOUSAND OAKS
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CONCRETE CURB CORE
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